Citadel of Praise Daycare
Water Sampling Lead Analysis Report

1. INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of
Citadel of Praise Daycare, 14595 Heyden, Detroit, M1, on May 19t, 2016. The
sample results taken in conjunction with this investigation are also presented on
Appendix 1.

1.2. OBJECTIVES AND SCOPE
In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL).

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Demetrius
Danforth on April 21st, 2016.

2. SITE INVESTIGATIONS

2.1. FIELD PROGRAM
In order to sample and evaluate water, GSES took six samples, a First Draw sample
and a Flush sample, from three different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff.

2.2 LABORATORY TESTING

2.2.1. General

In accordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination.

17800 Woodward Ave Suite 200
Detroit, M1 48203



Results of the tests indicate that the water is below the threshold for lead
contamination. A copy of the lab report and Chain of Custody is attached (Appendix
1).

3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are below the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any
questions concerning this report or require additional information, please do not
hesitate to contact the undersigned.

Respectfully submitted,

Michael Etters
Field Scientist

nica Starks, CIEC
rincipal

Council-certified Indoor Environmental
Consultant Board-awarded by the
American Council for Accredited
Certification
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Appendix 1, Lab Results, Chain of Custody

17800 Woodward Ave Suite 200
Detroit, M1 48203



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 481975166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355459
512712016
Customer:  G. 8. Group Source: Citadel of Praise, DC-01-KC-01-P
Monica Starks
17800 Woodward Ave Source City: Delroit
#200 Source State: Ml

Detroit, M1 48203

Date/Time Received:  5/20/2016 14:25
Collacted by: M. Etters
The results herein conform to TNI and ISOAEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report, The
uncertainly of the test results are available upon request. All Dates and Times are reporied as U.S. Eastern Time.
Leguend:

Any ‘Level Detected’ marked with an asterisk {*) indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lowsr reporting limit (LRL)

"NA”» Not Analyzed

“Standard"  This column indicales either the Maximum Contaminant Level {MCL) for EPA Primary Standards or the guideline values for EPA

Secondary Standards.

“LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the {aboratory can detect a contaminant,

“DF" This column indicates the contaminant dilution factor.

Report Notes:
Fedld# Contaminant  Method Standad  Umts LRL  Llevel DF Datefime  Date  DatefTime
; . ~ , ~ _ Prepped  Analyzed

Detected  Sampled

Inorganic Analytes - Matals

These test results may be used for compliance purpose as required.

alyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of Nationat Testing Laboratonies, Lid.
Page 1 of 1 355459 Lead Only Date Printed: 5/27/2016 7:54:23 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355460
512712016
Customer:  G. S. Group Source: Citadel of Praise, DC-01-KC-01-F
Monica Starks )
17800 Woodward Ave Source City: Detroit
#200 Source State:Mi

Detroit, Mi 48203

Date/Time Received:  5/20/2016 14:25
Collectad by: M. Etters
The resulis herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not delecled at or above our fower reporting limit (LRL)
"NA" Not Analyzed
“Standard"  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant,
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contammant ~  Method Standerd  Uns LRL  Level  DF DateTme Date  DatefTime

;  Detocted  Sompled = Prepped  Analyzed
tnorganic Analytes - Metals

These test results may be used for compliance purpose as required.

nalyst Tesls
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in fulf, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 355460 Lead Only Date Printed: 5/27/2016 7:54:23 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 365461
5127/2016
Customer:  G. 8. Group Source: Citade! of Praise, DC-02-WG-02-P
Monica Starks .
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, Mi 48203

Date/Time Received:  5/20/2016 14:25
Collected by: M. Etters
The results herein conform fo TN and ISOEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are avaitable upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Detected’ marked with an astenisk (") indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our fower reporting limit (LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA .
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant,
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant Method Standard  Unis LRL  Level DF Dateffime  Date  DatefTime

Detected = Sampled Prepped - Analyzed

Inorganic Analytes - Metals

ND

These test results may be used for compliance purpose as required.

y\nalyst Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 355461 Lead Only Date Printed: 52772016 7:54:23 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355462
512712016
Customer:  G. 8. Group Source: Citadel of Praise, DC-02-WC-02-F
Monica Starks )
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, Ml 48203

Date/Time Received:  5/20/2016 14:25
Collected by: M. Etters
The results hereln conform to TNI and ISOAEC 17026:2005 standards, where applicable, uniess otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
“NA" Not Analyzed

“Standard"  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedid# Contamimant Method Standard  Units (RL  Level  DF Dateffime  Date  DaterTime

Detected =~ Sampled Prepped  Analyzed

Inorganic Analytes - Metals

1030 Lead 511912016

These test results may be used for compliance purpose as required.

[Ana!yst Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approvat of National Testing Laborstories, Lid.
Page 1 of 1 355462 Lead Only Dale Printed: 8/27/2016 7:54:24 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355463
512712016
Customer:  G. S. Group Source: Citadel of Praise, DC-02-BF-03-P
Monica Starks .
17800 Woodward Ave Source City: Detroit
#200 Source State: Ml

Detroit, MI 48203

Date/Time Received:  5/20/2016 14:25
Collected by: M. Etters
The results herein conform to TNt and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reporied as U.S. Eastern Time.
Legend:

Any "Level Detected’ marked with an asterisk (*} indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND” This contaminant was not detected al or above our lower reporting limit (LRL)
"NA" Not Analyzed
“Standard”  This column indicates either the Maximurn Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
“LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant,
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contammant _ Method Standard  Units LRL  level  DF DatefTime Date  DatefTme
. . - ‘ Detected Sampled. _ Prepped  Analyzed

Inorganic Analytes - Metals
0015 mgll oot ND  f g

1080 lesd = 2008 /2016 0735 5p52016

These test results may be used for compliance purpose as required.

}Anaiyst Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 355463 Lead Only Date Printed: 5/27/2016 7.54:24 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 366464
512712016
Customer:  G. 8. Group Source: Gitadel of Praise, DC-02-BF-03-F
Monica Starks )
17800 Woodward Ave Source City: Detroit
#200 Source State:MI

Detroit, MI 48203

Date/Time Received:  5/20/2016 14:25
Collected by: M. Etters
The results herein conform to TNI and ISOAEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
“Standard"  This column indicates either the Maximum Contaminant Level {MCL) for EPA anary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DF This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant ~  Msthod Standard Uhﬂs LIRL  tevl  DOF DaeTme = Dpate Datemme .

Detected . Sampled  : Prepped‘ Anafyzed

Inorganic Anaiytes Metals
0 001

These test results may be used for compliance purpose as required.

alyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 355464 Lead Only Date Printed: 5/27/2016 7:54:24 AM



ational Testing
Labamtories, Ltd;‘

Quaﬁfﬁty WWAWM

1-800-458-3330 Product:

Sample Pald: No

TSR: EF
Sold To: SR

G. S. Group
Monica Starks

17800 Woodward Ave
Detroit Mi 48203

Date Sampled . 9 191 U

Time 33{&;}%9&:,1:%%5 Please Use Milltary Time, 6.g. 3:00pm = 15.00
ST []CSTIMST[JPST

Ghdd or physe

Check Time Zone

Client Mame:

Order Number:
Order Date:
Sample Number:

General Compliance

2077502
05/16/2016

35545

Uit im0
Lead Only

Payment Method:

For Laboratory Use ONLY

Lab Accounting Information:

Payment $:

Check #

Phone Number: 3/5 %%5" gyygp

PWS 107 (if applicablen

Fax Number:

Sample 1D or S@mce:c&,(bl ...KQ» C)[ - ?

Lab Comments/Special Instructions:

State Forms:

Source Type: [] Spring [] Well ” Municipal [7] Surface
[[] Other:

City & State: B@w H (-

(If Dm&am than Above)
Sample Collected BM\A /é

’ (Sig“namne)
Sample Collected By: M W(

Lab Sample Information:

Date Recelved: MAY »3 0 29}5
Time Recelved:__ ) ™ 25
Recelved By: @P

Sample recaipt criteria checked & acceptable.
Davigtions from acceptable sample receipt criteria noted
on PSA form.

(Please Print)

Form Completed By H‘M Eﬁ’){,\f‘g

Add?onafcommenls g L‘({ q:\‘ ‘@L

C\ ot o rpae

2 15 lbector H |

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS



General Compliance

ational Testin
La%mr&tcnes, Ltd. Order Number: 2077502
= . Order Date: 05/16/2016 -
Qualu:y WMAWM Sample-Number: E“ 355%“ ]lﬂ]
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
Sold To: TSR: EF
G. 8. Group For Leboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment §:
Check #:

L.ab Comments/Special fnstruoctions:

Date Sampled :Wfiimﬁfw L@

fme Eﬁm%%ﬁiwzwaﬁ Plaase Use Miliary Time, &.g, 300pm = 15.00
Check Time Zone: [E1EST []CSTIMSTLIPST

Client Name: @{héd DF ?ﬂruse
Phone Number: %‘%, %’?)S» QLM O

Fax Number:

PWS ID¥ (if applicable): ‘D ) A | State Forms:
t
Sample 1D or E§surc&:(DC, DIl- KC - Ol - F
Source Type: [] Spring 7] Well municipal [} Surface Date Recelved:
[] Other.
) ,@7\ _\__ Time Recelved: lﬂ : ﬁ
City & State: ér #o] Received By: B ?

(i Different than Above)
mampla recaipt criteria checked & accsptable.
Sample Collected BY ] Deviations from acceptable sample receipt criteria noted
on PSA form.

ignatum)
Sample Collected By: Mtc)\cwt VB

(Piease Print)

Form Compieted By: M p}ww 'g‘hé\/S

;

o e wabed b i ool N (o Lo BU

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/IOR INVALIDATE RESULTS




tional Testing
“Labﬂratoraes, Ltd

Qw:xhty Waterﬂnaly;w

1-800-458-3330 Product:

Sample Paid: No

TSR: EF
Sold To:
G. S. Group
Monica Starks

17800 Woodward Ave
Detroit Ml 48203

e@;ﬁ‘ﬁ’;éé

Time Sample M:Zﬂ gg Please Uss Mitary Time, 6.g. 3.00pm = 15:00

Check Time Zone csTImST[]PST
Client ?"é%m?‘ OF Pﬁuge

’ Order Number:
i Order Date:
Sample Number:

General Compliance

2077502
05/16/2016

Lead Only | 355461 AR

Payment Method:

_ For Laboratory Use ONLY -

Lab Ascounting Information:

Payment $:

Check #:

Phone Number: g % %’%So- L}‘;f‘—}D

PWS 1D f applicable)

Fax Bumber:

Sample ID or Source! ;Q} 02~ We -2~ ?

Lab Comments/Special Instructions:

State Forme:

source Type: [ Sering [} Well @/Municlpal [ Surface

[ Other:
City & State: g&m ¢

{if Differen than Abcwe)
Sampla Collected By

tgnatum)

-m

Lab Sample laformat]
ot Rocelved: mv 20 200

Time Recelved:__1 : 2%

Recelved By: o

Sample receipt criteria checked & accaptable.

[} Devistions from acceptable sample receipt critaria noted
on PSA form.

Sample Collected By: M‘ ,
(Please Pnnt)

Yoo | Ertrs

Eorm Complated By

1 \M\rc)‘* ) s

A‘Mgﬁ‘ e s 8 \¢\ at *%P«és heo

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance

Vational Testing
Laboratories, Ltd. Order Number: 2077502
SN Order Date: 05/16/2016 o
QWQ’ Water Analysiy Sample Number: Il 36546 il
1-800-458-3330 Product: Lead Only L
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Ascounting Information:
17800 Woodward Ave
Detroit MI 48203 Payment §:
Check #:

Date Sampled :5}» ﬁr"jfa

Time Sampled 2,_ _égl Plaase Use Millary Time, .0, 3.00pm = 15:00
Check Time Zone: EéST csTImMsT]PST
| OF Praisc

Phone Number: 5/} 835’ ‘/‘/‘1()

Fax Numben

14
Sample 1D or Bourse! D‘_, 02.(‘ Cl)C’O?.’ F

Source Type: [ Spring [} Wel Municipal [] Surface

[] Other.
City & gzaﬁgMF , M,‘.

(f Difiefont than bovea)
Sample Coliected %M\ ﬁD
cgnafum)
Sample Cellecied By: H

(P!aase an)

Y E:ﬁ‘l vs

Client ?é&m?

PWES 1DE (if applicablel

Form Completed By:

Lab Comments/Special Instructions:

State Forms:

Lab Sample lnfonnm
Date Recelved: 2 0 ZMS
e Y-

Received By: S

Sampls receipt criteria checked & accsplable.
Doviations from accaptable sample receipt criteria notad
an PSA form.

Time Recelved:

%Dm

Additional Commen "A 4.\%; o b
£§ m M 49 & <
%it}"y

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/IOR INVALIDATE RESULTS

3 ‘ ‘:C lé D{i AA-‘MQ*L ‘L’f—z’



General Compliance

National Testing

u Labm‘aterees, Lid. Order Number: 2077502

P St Order Date: 05/16/2016

Quality Water Analysis  Sample Number fiL332463_ [l

1-800-456-3330 Product: Lead Only
Sample Paid: No Payment Method:
Sold To: TSR: EF
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment $:
Check #:

frate Sampled :wiiw&ﬂ[ﬁ“

Time ﬁam%w:.mzwzég Please Use Miitary Time, e.g. 3:00am = 15.00
Check Time Zone. [EST [JCST[JMST[]PST

Clisnt ?‘%a?ﬁ%‘ag%i{,} ?f&; x4
Phone Number: g[% %‘%5 C/‘/‘{O

Fax Humber:
D]k
£
Sample 1D or Source: DC - O‘z - B:.—O%,- ‘P

Source Type: [ Spring [] Well [Q/Municipal [ Surface
[} Other:

PWS 1D# (if applicable}

(

City & State

(f Dmerent tha, Above)
Sampie Collected ﬁ&\)\/\/\ﬁb k‘)

gnaturs)

‘ehj B

(Pleass Print)

\\)\xdm | Bitevs

Sample Collected By:

Form Completsd By:

Lab Commonts/Special Instrusctions:

State Forms:

Lab Sample Information:

Date Recelved: WAY ? 0 20’9
Time Recelved:__ 1% : 2145
Recelved By: S

Samplo recaipt criteria chacked & acceptable.
Deviations from acceptable sample receipt criteria noted
on PSA form.

00k (o ?ﬁ-r%f

Addltional Commogts: . :.; A DA— *&L,Q gé s
?zmﬁri‘g

INCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE RESULTS




General Compliance

Vational Testing
Labammnes, Ltd Order Number: 2077502
Order Date: 05/16/2016 35546
Sample Number: N i
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Ascounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment §:
Check #:

tiate Sampled :é;‘mﬂi&

Time 56’%%“3’3?-%@?.__2“1“3”&.5 Ploase Use Miltary Time, &.g. 3 00pm = 15:00
Check Time Zone: [EéST [JecstmsTIPST

Cliant Name: CJ‘HA{} F ?fké&(

¥
Phone Number: %[ % 5553 44({0

PWS 108 {if applivable);

Fax Number:

Sample 1D or Source: (‘Dé_,ézf BF - 03 - F

Lab Comments/Special Instructions:

State Forms:

Source Type: [[] Spring [] Well [Q/Municipal [J Surface

[] Cther.
T M

City & %%@%ﬁﬁm
- n Above)

{if Different t

oo

Sample Collected By, (

Sample Collected By

M {Sign: m{%ﬁ‘ '(JVS

Lab Sample '““"“'””@AAY 20 st
Date Recelved:

Time Received:__1 =} : 35
Received By: B

Sample recsipt criteria checked & acceptable.
Deviations from accaptable sample receipt critenia noted
on PSA form.

(Pleass Print)

de«w‘ Eﬁ%v’}

Form Completed 8y

Clush Bandis.

e B asoms M\u\ o Ui Sebop , %ij‘ o 1o \6eaiow 53 y

INCOWMPLETE INFORMATI

OM MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




